Qo 2 oo

L et . L

NACA TN 3584

0L86

~

NATIONAL ADVISORY COMMITTEE
FOR AERONAUTICS

TECHNICAL NOTE 3584

FREE~CONVECTION EFFECTS ON HEAT TRANSFER FOR
TURBULENT FLOW THROUGH A VERTICAL TUBE

By E. R. G. Eckert, Anthony J. Diaguila, and
John N. B. Livingood

Lewis Flight Propulsion Laboratory
Cleveland, Ohio

’“‘II!HI’!I!"

Washington
December 1955

9259900

e

WN ‘g4vy AHVHEIT HO3L




0ooLe

Uvb=1

TECH LIBRARY KaFa,

Hlllllﬂﬂ"ﬂ”ﬂlllﬂlllfﬂlﬂﬂﬂmﬂll

NATIONAL ADVISORY COMMITTEE FOR AERONAUTICS
TECHNICAL NOTE 3584

FREE-CONVECTION EFFECTS ON HEAT TRANSFER FOR TURBULENT
FLOW THROUGH A VERTICAL TUBE

By E. R. G. Eckert, Anthony J. Diaguila, and John N. B. Livingood

SUMMARY

Experimental heat-transfer data for the turbulent flow of fluids
through stationary verticael tubes with both small and large length-to-
diameter ratios (to 40) are compared for the case where the acceleration
of gravity 1s opposite in direction to the mean velocity in the tube and
where the heat flows from the tube wall into the fluid. The division of
the total flow region as characterized by the Grashof and Reynolds num-
bers into a forced-flow reglon, a free-flow region, and a mixed free-
and forced-flow region is valid for both tubes. The limits of the dif-
ferent regions, originally established for a tube with smell length-to-
diameter ratio, apply on the basis of existing data to a tube with
large length-to-diameter ratio.

INTRODUCTION

Experimental investigations of the free-convection effects on heat
transfer for fluids flowing vertically through tubes with small and
large length-to-diemeter ratios were made by the NACA (ref. 1) and the
Massachusetts Institute of Technology (ref. 2), respectively. The data
from the two investigetions were not analyzed on the same basis, however.
In this report the M.I.T. data (large length-to-diameter-ratio tubes) are
evaluated on the same basis as that used for the NACA date (small length-
to~diameter-ratio tube) .

An experimental investigation of the free-convection effects on heat
transfer obtained for alr flowling turbulently through a vertical tube is
reported in reference 1. The experiments were conducted in a tube with
a length-to-diameter ratio of 5; the tube surface was kept at constant
temperature by a steam jacket and air flowed through the tube in either
an upward or a downward dilrection. Free convection was created by grav-
ity, so that the buoyency forces in the heated layers near the tube wall
were either parallel or opposite to the direction of the forced flow.

The experiments were evaluated to obtain informstion on heat transfer in
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that range of Reynolds and Grashof numbers in which the contributions of
free and forced convection to the totael heat flow are of the same order
of magnitude. These results apply to flow through short tubes with free-
and forced-convection forces acting either in the same or in opposite
directions.

In reference 2.the results of experiments are reported in which
Clark and Rohsenow at M.I.T. obtained heat-transfer data for distilled
water flowing upward in a vertical nickel tube. The tube surface was
electrically heated, and the portion of the tube where the data were ob-
tained had a length-to-diemeter ratio up to 40. Boilling, nonboiling, and
burn-out conditions were investigated. Heat transfer at the nonbolling
condition occurs under the influence of free- and forced-convection forces
acting in parallel directions. These data can therefore be utilized to
obtain correlations on heat transfer in the mixed free- and forced-
convection range for tubes of larger length-to-diameter ratios. Such an
analysis of the nonboiling data of reference 2 and a comparison with the
results obtalned in reference 1 is presented herein. Professor Rohsenow's
help in suggesting this analysis and msking 1t possible by releasing to
the NACA the complete set of experimental results, including data on the
tube wall and fluid bulk temperatures which are not contalned in refer-
ence 2, is gratefully acknowledged.

Some measurements of heat-transfer coefficlents in water and glycerine
flowing in an upward direction through a vertical tube with a length-to-
dlemeter ratio of 50 are reported in reference 3. The tube wall was
heated externally by steam, and heat-transfer coefficients averaged over
the tube length were obtained. The resultant plot of Nusselt number
against Reynolds number based on diameter exhibits qualitatively the same
trends as figure 14 of reference 1. No quantitative evaluation is pos-
sible, however, because the published data are insufficient for the cal-
culation of the parameters used herein.

SYMBOIS

The following symbols, with consistent units, are used in this report:

c constant
cp specific heat at constant pressure
D tubé diameter
G mass velocity
Gr Grashof number
x3g(t, - t,)
Gr, Grashof number based on x and film temperature, 2

hid
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g acceleration due to gravity

h local heat-transfer coefficient

k thermal conductivity

L length of heated section of tube

Nugy Nusselt number based on dismeter and bulk temperature, hD/kb

Nu, Nusselt number based on x and film temperature, hx/k,

Pr Prandtl number based on f£film temperature, cp’fpf/kf

Pr, p Prandtl number defined by cp’bpf/kb

Re Reynolds number

Red Reynolds number based on diameter and bulk temperature, GD/pb

Ref Reynolds number based on diameter and film tempereature, GD/;;f

Rex Reynolds number based on x and film temperature, Gx/pf

Rex,w Reynolds number based on x and wall temperature, Gx/p.W

t temperature ‘

v velocity

X characteristic dimension measured from lower edge of heated
section

B coefficient of thermal expansion, 1/t

1 | dynamic viscosity

v kinematic viscosity

Subscripts:

a alr at tube axis

b bulk

a dismeter
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£ Pilm
W wall
b4 location along tube in axial direction

M.I.T. INVESTIGATION

The M.I.T. investigation (ref. 2) was made primarily to obtain
information on heat transfer to heated and pressurized water flowing
through a tube under conditions of local boiling occurring on the tube
walls. However, some runs were also made without boiling, and these will
be used in the present investigation. A short description of the test
setup and the significant results obtained is presented in this section.

Discussion of Experiments

A gketch of the test section used in the M.I.T. investigation is
shown in figure 1. The test section consisted of a nickel tube of 0.1805-
inch inner diameter, 0.2101-inch outer dismeter, and 9.4-inch length
(over-all length-to-diameter ratio L/D = 52). Nomboiling data were
recorded at stations along the tube for length-to-diameter ratios from
8.04 to 39.1l. The tube was heated electrically by a current flowing
through the tube wall in the axial direction. Inner tube wall tempera-
tures at each of five stations along the tube were determined by measur-
ing the outer-wall tempergtures and calculating the temperature drop
across the tube wall from the electric current and the tube properties
and dimensions. The thermocouples were insulated from the tube wall by
a sheet of mica 0.0015 inch thick. The Rulk temperature of the water
entering the test section was measured 5§ inches upstream of the heated
section; the exit temperature, 9 inches downstream of the heated sectlon.
A temperature drop in the heated water from the upstresm measuring station
to the entrance of the test section was discovered in runs in which the
test section was not heated, and a corresponding correction was epplied
to obtain the water inlet temperature from the upstream temperature
reading. The test section was insulated by 85-percent magnesia insula-
tion to minimize heat losses to the atmosphere. The bulk temperature of
the water at various stations along the tube was determined from the
enthalpy increase of the water to the particular location, assuming the
increase to be equal to the electric energy transformed into heat in the
particular tube section. The mass velocity of the water was measured by
orifices. The orifices were of 0.018-, 0.024-, and 0.042-inch diameter
and were individuvally celibrated.
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Heat-transfer data were obtained for inlet pressures of 500, 1500,
and 2000 pounds per square inch absolute, for a range of inlet velocities
from about 0.04 to 1.4 feet per second, and for inlet water temperatures
from 94° to 510° F.

Results

The experimental results are presented in tabular form in table II
of reference 2 together with the parameters

hD
e E
GD
Rep = —
hif
Hp
Cp,bHf
Prb’f = =2 =

These parameters and their converted equivalents based on length and film
temperature covered the followlng ranges:

2.18<Nuy <83.3 32.15 <Nu, < 2223
478 <Rep <17,540 13,800 <Re, <628,700
0.65<Pr .<1.94 0.77<Pr <1.94

T,

6.9x107 < Gr, <8.6x10Mt

The deta are analyzed and discussed in reference 2. Figure 2 shows
a typical wall-temperature distribution curve as the dashed line. The
fact that this wall-temperature distribution resembles quite closely the
linear variation of the fluid-temperature curve indicates that the film
heat-transfer coefficient varies only slightly along the tube. The solid
curves represent some unusual distributions obtained for velocities be-
tween 0.25 and 0.6 foot per second; these results could be duplicated, and
the saw tooth could be shifted along the tube by altering the fluid veloc-
ity or the heat flux. In this velocity range, the Reynolds number based
on diemeter varied from 1650 to 4800, a range in which transition to tur-
bulence is expected to occur. The investigators therefore explained this
peculliar temperature field by assuming laminar flow upstream of the break
in the curve and turbulent flow downstream of it.

Figure 3 shows a plot of the measured Nusselt number (hD/kb) against

the Reynolds number (Gx/p.) based on x with the Reynolds number (GD/py)
based on diameter as parameter. It can be seen that for most runs the
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Nusselt number increases sharply in the range 60,000 <Re, <100,000. This
increase also was interpreted as an indication of tra.nsi%ion, and 1t is
assumed in reference 2 that this transition is excited by the effects of
free convection in the vertical tube.

The effects of superimposed free convection are shown in figure 4.
The Nusselt numbers in this figure are multiplied by the -0.2 power of
the Prandtl number and by the 0.14 power of the ratio of viscosity based

hD 0.2 Py 0.14
on wall and bulk temperatures (%)Prb £ (E;) , assuming that the
2

resulting parameter is independent of Prandtl number and of heating rate
(ref. 4). The pasrameter in the brackets is plotted against the diameter
Reynolds number GD/ Hp+ Each individual line indicates the variation of
this parameter along the tube length. For Reynolds numbers between 1000
and 3000, most of the date are considerably higher then the line through
the data for larger Reynolds numbers. A few points are lower then the
calculated Nusselt number of 4.36 for laminar forced flow through a tube
with constant hegting rate at the wall. These date points are probably
in error.

NACA INVESTIGATION

The NACA experiments (ref. 1) and their evaluation will be discussed
briefly in this section to facilitate a comparison with the M.I.T. in-
vestigation. Only the experiments with free- and forced-convection
forces acting in parallel direction will be included.

Discussion of Experiments

The test setup used in the WACA investigation is shown in figure 5.
Because 1t was designed to study heat transfer by free and mixed convec-
tion in the turbulent range, the dimensions are large. The tube, made of
mild steel, had an outer diameter of 24 inches and a length of 13%;‘ feet.

The heated test section was 10 feet long (L/D = 5). Air was introduced
through an inlet pipe By end passed through a dense screen E into the
test section proper. It left this section through a second screen E
and outlet pipe Ci. The tube test section was surrounded by an insu-
lated Jacket and steam heated. Sixteen condensate chambers were arranged
along the heated section of the tube to collect and measure the conden-
sate. Five thermocouples along the heated section were used to measure
the wall temperatures. Air temperatures at various locations along the
tube were measured with thermocouple probes. A more detailed description
of the apparatus is given in reference 1.

3700
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Heat-transfer dats were obtained for air entering the test section
with a temperature of about 80° F and with pressures from atmospheric to
125 pounds per square inch ebsolute. Inlet-air velocities ranged from 1
to 10 feet per second.

Results

The heat-transfer data are presented in reference 1 by the parameters

hx
NUX = E—f_
Red = gu]—;'
ReX = gﬁ
Gry = 5

v
il

These experiments covered the following ranges:
130 < Nuy, <3500
36,000 <Regq <377,000
50,000 <Re, < 700,000
1.4x107< Gr, < 5.7x 1012

Figures 6 to 8 show the results of the NACA investigation. Figure 6
presents the dimensionless parameters in the form in which they were ob-
tained from the experiments. In this figure, the local Nussel number

Nu, is plotted against Gr Pr with the-Reynolds number Rey as param-
eter. The difference between the tube wall temperature <+, and the air
temperature t, in the tube axis and at the particular distance x is
used to evaluate the Grashof number. Figure 6 shows the results for three
different inlet-air pressures. The figure does not lend itself to an
interpretation of the data. Therefore, values from the curves (not actual
data points) in figure 6, for specified values of Rey, are replotted in
figure 7. In both figures, they are indicated as solid points.

Points with equal Reynolds numbers Rey are interconnected by solid
lines in figure 7. Also inserted as a dashed line is a mean data line
obtained in a speclal series of runs, called free-convection runs, in
which the inlet and outlet (B, and (, respectively) of the lower end
of the tube were closed and in which cold air was maintained at the upper

e e e e e e e T e T ——— R . o s - e
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tube end (air admitted through By and removed through D, Cy closed).
The data in figure 7 can now be readily interpreted. The figure shows
that, for large values of Gr,Pr, all constant Re, curves converge into

this dashed line (free-convection region) . Conversely, each constant
Rey, curve becomes more and more horizontal with decreasing values of

Gry Pr, indicating that the Nusselt number becomes independent of the
Gr,Pr numbers in this region (forced-flow region). Figure 7 therefore
establishes the limits between the forced-flow region in which free con-
vection is negligible, the free-flow region where the free convection
practically alone determines the heat transfer, and the mixed-flow region
in which both free and forced convection are of equal importance. Limits
between these regions can be established by determining & line on which
forced-flow heat transfer is affected to a specified amount (10 percent)
by free-convection effects (forced-convection limit line in fig. 7) and
a line on which free-convection heat transfer is affected to 10 percent
by superimposed forced flow. The latter 1limit is not indicated in fig-
ure 7; however, it is located slightly sbove the dashed line. All Rey
curves contain a noticeable dip, indicating that heat transfer is lower
in the mixed-flow region than for forced flow gt the same Rey. A pos-
sible explanation for this effect is presented in reference 1.

Figure 8 presents the same data as figure 7, except that the abscissa
and the parameter have been interchanged. The free- and forced-convection
regions again may be recognized in this figure by the fact that all the
curves tend to converge asymptotically into a single line for high
Reynolds numbers and that all curves become horizontal for low Reynolds
numbers. The correlation for a turbulent boundary layer along a flat
plate (ref. 4, p. 117) is shown as a solid line, and two correlations for
the turbulent intake region of a pipe as dashed lines. The lines for
constant Gr,Pr tend to converge into the line for x/D = 5. For a more
detailed discussion of this point, see reference 1.

EVALUATION AND COMPARISON OF M.I.T. AND NACA RESULTS
Conversion of Data

According to dimensional analysis, heat transfer connected with
mixed forced- and free-convection flow through a circular tube is ex-
pected to depend on the following parameters:

Flow parameters: Re, Gr, Pr

Geometric parameters: x/D, L/D

Boundary conditions: Velocity and temperature field at entrance cross
section, temperature distribution along tube wall, direction of vector
quantities relative to each other, that is, directlon of heat flow at
surface, direction of ‘velocity at entrance, direction of gravitational
acceleration, direction of temperature gradient along tube wall

3700
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The nunber of parameters in a mixed-flow problem is, therefare,
very large, and 1t -1s practically impossible to vary all of them in a
reasonable research effort.

The NACA investigation was planned so as to obtailn locally constant
velocity and temperature in the entrance cross section and over the
heated portion of the tube surfaces. In the group of experiments that
will be discussed herein, the velocity at the entrance had a direction
opposite to the gravitational acceleration, and the heat flow was from
the wall towerds the tube interior. In the evaluation of the tests, it
was assumed that no L/D influence would be present and that the x/D
influence would disappear when Re and Gr were based on the length x.
Satisfactory correlation of the date was obtained on this basis.

The M.I.T. investigation differs from the NACA tests in some of the
boundary condltions. The veloclity enters the heated section with a
developed profile; there exists a nearly uniform temperature gradient
along the tube wall. The direction of heat flow, entrance velocity, and
gravitational acceleration are the same as in the NACA scvudy. There is
little reason to expect an upstream influence of the tube exit on the
flow through the tube interior as long as no recirculation within the
tube occurs. Therefore, the influence of L/D on heat transfer in this
tube configuration is probably negligible; however, there is less reason
to assume that the influence of x/D cun be eliminated by use of either
x or D as the length parsmeter in Re and Gr, since the range of
Re values is such that forced-flow heat transfer is known to depend on
x/D in addition to Re. Nevertheless, the evaluation was tried on the
basls of the parameters used in the NACA investigation. No influence of
the other parameters was apparent in the correlations obtained in this
way. However, some of the scatter of the test polints may be attributed
to this fact.

In order to compare the results of the two experiments and to deter-
mine the free-convection effects on heat transfer, the various parameters
in the two reports must be converted to a uniform basis and the differ-
ences in the Prandtl numbers (water in the one case and air in the other)
must be resolved. Data presented in reference 2 were not sufflcient for
the calculation of the Grashof number and therefore Professor Rohsenow
kindly forwarded the required data (values of the wall temperature and
the fluld bulk temperature) to the NACA.

From this information, the Grashof numbers were calculated, the
Nusselt numbers listed in teble II of reference 2 were converted to the
film-temperature basis and the local distance x, and the corresponding
Prandtl numbers were converted to the film-temperature basis. The Grashof
number calculated from the M.I.T. experiments 1s bhased on the difference
between wall and bulk temperature. It is not exactly comperable with the
Grashof number in the NACA report (ref. 1); this number is based on the
difference between the wall temperature and the £luid temperature in the
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tube axis. It is believed that the effect of this difference is small.
Another difficulty is connected with the fact that the two sets of ex-
periments were made at different Prandtl numbers. This difficulty was
resolved in the following way.

It has been establisbed that in a Prandtl number range which is not
too large free convection depends on the product GryPr. There is some
indication that this holds for turbulent flow as well as for laminar flow
(ref. 5). An estsblished relation for turbulent flow through a tube is

‘ 0.8_ 0.4 1/2\0.8
Nug = CReq  Pr°"* = ¢(RegPr / ) (1)

o, = c%>0°2(ReXPrl/2)O .8

Therefore, a parameter ReXPrl/2 was used to bring both tests to the
seme basis. :

Presentation and Discussion of Data

The combined data of the two investigations are plotted in figures
9 and 10. Figure 9 presents Nu, plotted against GryPr for various

values of the parameter RexA/§~. The soldd curves represent the NACA
data, and were obtained from figure 7 by the incorporation of A/Pr in
the parameter. From the data contained in the M.I.T. report, points were
gelected for which the parameter Rexﬁfﬁ; agreed within a specified range
with the values used for the presentation of the NACA results. The M.I.T.
values are indicated by the points in figure 9. Mean lines are drawn
through the points as dash-dot 1lines. The dashed line is the mean data
line for free-convection flow taken from figure 7. The so0lid symbols and
the connecting line will be explained later.

The dash-dot curves in figure 9 represent the results of the experi-
nents for length-to-diameter ratios from 8 to 40. No effect of length-to-
diameter ratio is apparent.. The curves exhibit essentially the same be-
havior as the solid lines interpreting the tests for the small length-to-
diameter ratios (up to 5). They also tend to converge into a single line
for large values of the parameter Gr,Pr and tend to become horizontal
for low values of this parameter, indicating that in this latter range
free convection has a negligible effect on hegt transfer. There is also
some indication in the tests at larger values of the parameter Reys/Pr
in the mixed-flow region that heat-transfer coefficients are somewhat
lower than in the forced- and in the free-convection regions at the same
value of Reyp/Pr. Such a dip is also observed on the solid lines, rep-
resenting results obtained in the tube with small length-to-diameter

_—anir
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ratio. It should be noted that in reference 1, McAdams rule (ref. 5, p.
250) was recommended for the calculation of heat-transfer coefficients
in the mixed-flow region. This rule states that, for this region, coef-
ficlents can be calculated from both foreced-flow end free-filow relations,
and the larger coefficient should be used. Such calculated coefficients
wlll be somewhat too large according to the experimental results shown in
figures 7 and 9. Since the knowledge of heat transfer in the mixed-flow
region is limited because of considerable scatter of the test points, it
appears logical to recommend the use of McAdams' rule to flow through
tubes with length-to-diameter ratios up to about 40 for the calculation
of heat-transfer coefficients in the mixed-flow region.

Within the accuracy with which a prediction can be made, 1t appears
also that the limits between the forced-flow, the mixed-flow, and the
free-flow regions, which were established in reference 1, can be tenta-
tively used for flow through tubes with length-to-diameter ratios up to
40. The 1imit between forced and mixed flow (ref. 1) is

0.40
Rey = 8.25 (GryPr)

and the limit between mixed and free flow {ref. 1) is
Rey = 15 (GryPr)0-40

Heat-transfer . coefficients measured for the tube with large length-
to-diameter ratios in the flow range which is apparently free convection
are somewhat lower than the values found for the tube with small length-
to-diameter ratio, and indicated in figure 9 by the dashed line. No
explanation for this fact is apparent at present. It is not believed
that it 1s due to the larger over-all length-to-dismeter ratio, as will
be explained later.

It is of interest to check how the sudden increase in Nusselt nunber
discussed with regard to figure 3 gppears in figure 9. For this purpose,
five points have been numbered in both figures. It can be recognized
that the increase in Nusselt numbers that causes the break in the lines
of figure 3 also appears in figure 9; however, it is not as pronounced.
From figure 9 it can be seen that the situations that cause such a break
and irregular wall-temperature distribution are in a range where free-
convection effects are dominant.

Figure 10 is essentially a cross plot of figure 9. The roles of the
abscissa and the parameter are now interchanged. The solld curves are
teken from figure 8 and therefore represent the data for constant values
of GryPr. Again, date points are selected from reference 2 for which the
parameter Reya/Pr agrees within a specified range with the values for
which the solid curves in figure 10 were drawn. These polnts are inserted
in the figure.
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It is to be expected that the points for a fixed value of the param-
eter Gr,Pr converge for large values of the parameter Rex/4/§; into
established forced-flow relations describing heat transfer in a tube with
large length-to-dismeter ratio. To show how well this situation is ful-
filled, two curves have been added to figure 10 as dashed lines which
represent heat trensfer in a tube with length-to-diameter ratios of 8.04
and 39.1. These curves have been obtained in the following way: It is
assumed that heat transfer in the forced-flow region, and for the length-
to-diemeter ratios in question, is described by the following relation,
developed by L. M. K. Boelter, (ref. 4, p. 115):

Nug = 0.0243 Reg’8 pr0-* (1)

In figure 10, Nusselt and Reynolds parameters are used that are based on
the length x measured along the tube instead of the diameter D, which
is the length parameter in equation (1). Changing to the Nusselt and
Reynolds number based on x instead of on D results in the following
equation:

x\Q-2 0.8 0.4
Nu, = 0.0243(5) Re, Pr (2)

The tests by Clark and Rohsenow determined_ heat-transfer coefficients at
stations for which the length-to-diameter ratio varied between 8.04 and
39.1. In order to determine what the corresponding limiting values for
the Nusselt number besed on the length x were, equation (2) has been
solved for these two length-to-dismeter ratios; the corresponding lines
are the dashed lines in figure 10. Hausen's equation (used in ref. 1)
gives practically the same result. It should therefare be expected that
the experimental points for large Reynolds numbers converge into the
range limited by these two lines. Actually, the test points appear to
lie somewhat lower. Equation (1), for the heat-transfer coefficient
based on diameter, has also been inserted as the dashed line into figure
4. It can be seen also in this figure that heat-transfer coefficients
measured in the range that is expected to be the forced-flow range are
lower than the established forced-flow relations. This then parallels
the behavior of the test data in the free-flow region in which the ex-
perimental points according to figure 9 are also lower than expected from
the results obtained on tubes with small length-to-diameter ratios.

The following question is obvious in comnection with the presenta-
tion of figures 9 and 10: Would it have been better to base the dimen-
sionless parameters used in these figures on the diameter rgther than on
the distance x, because it must be expected that, for long tubes, the
diemeter is the main length parameter influencing heat transfer and flow?
For the Pree-flow region, the following statement can be made. If a
relation exists between Nusselt number and the product of Grashof and
Prandtl numbers of the form

Nu = ¢(Grer) /3

3700
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then the heat-transfer coefficient is independent of the length parameter
and Nusselt and Grashof numbers may be based on either x or D (ref.

5, p. 172). The dashed line in figure 9 corresponds to an exponent which
is nearly 1/3. On the other hand, a plot of the form of figure 9 that
would use D instead of x would crowd all test points very closely
together, and it would be very difficult to interpret the test results

in such a diagram. The same reasoning led to the use of the dimensionless
parameters based on x in figure 10.

CONCLUSIONS

The following conclusions can be reached from the comparison of the
experiments on heat transfer through tubes with both small and large
length-to-diameter ratios for the case where the body force is opposite
to the acceleration of gravity and the heat flows from the wall to the
fluid:

1. Experiments in tubes at small (up to 5) and large (8 to 40)
length-to-diameter ratios, when correlated on the basis of Reynolds and
Grashof parameters, exhibit gqualitatively the same behavior in the
forced-, mixed-, and free-convection regions.

2. The limits between the forced-flow region, the mixed-flow region,
and the free-flow region which were established at the Lewis laboratory
for a length-to-diameter ratio up to 5 can be used for a length-to-
diameter ratio up to sbout 40 on the baslis of existing data. It must be
expected that these limits are influenced to a certain degree by the
length-to-diameter ratio; however, the accuracy of the tests is not suf-
flcient to establish this effect.

3. For the condition which has been investigated, namely, forced-
flow forces acting opposite to the gravitational acceleration and heat flow
from the wall to the fluid, heat-transfer coefficients have been measured
that are lower in the mixed-flow region than either in the forced- or in
the free-convection region for the same value of the parameter _Rex/4ﬁ§E
(where Rey 1s Reynolds number at a distance x along the tube wall and
Pr is Prandtl number) for flow through tubes with both small and large
length-to-diameter ratios.

4. McAdams' rule, which suggests for the wixed-flow region the use
of the larger heat-transfer coefficient obtained from forced- and free-
convection correlations, is recommended on the basis of existing informa-
tion for flow through tubes with length-to-diameter ratios up to about
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40. This procedure should give heat-transfer coefficients in the ~
mixed-flow region which are somewhat too large, according to the third
conclusion.

Lewis Flight Propulsion Laboratory
National Advisory Committee for Aeronautics
Cleveland, Ohio, Septenmber 15, 1955
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